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SHA MIX NO. 1

CONCRETE ENCASEMENT \

10'—0" MIN.

10'—0" MIN.

SANITARY SEWER /
MAIN OR LATERAL

WATER PIPE BELL SHALL BE /
MINIMUM OF 8 FROM CROSSING

NOTES:

127 MIN.

\WATER MAIN

1. ANYTIME THE WATER MAIN IS BELOW ANY SEWER MAIN, THE SEWER MAIN SHALL

BE ENCASED IN CONCRETE.

APPROVAL REVISED

TOWN OF EASTON

MAY 1, 98

ﬂw %%/ AUG 1, Of

TOW/I(I ENGINEER FEB 1, 02

JAN 1, 11

AND

EASTON UTILITIES
STANDARD DETAILS

CROSSING A WATER MAIN
WITH A SEWER MAIN

ISSUED: MAY 1, 1986

STANDARD NO. G-5.00






